INTERPRETATIVE BULLETIN G-2-76
MASTER COLD WATER SHUT-OFF VALVE - 3280.609(b)(1)

The master cold water shut-off full flow valve required to be provided in an accessible location on the
main feeder line of the mobile home, or installed in the water supply line adjacent to the mobile home,
shall have threaded or solder joints, and provide through flow capability equal to or greater than the
minimum required water distribution piping size supplied by the valve.



